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1. DG No. 1 / 635 KVA

2. DG No. 2 / 635 KVA

3. DG No. 3/ 635 KVA

4. MV Cubicle

5. Transformer 1,500 KVA

6/7/8. Panel Synchrone for
3x635 KVA + AMF/ATS

9. Incoming Trafo 1,500 KVA
10. Main Distribution Panel

11. Ducting/Flexible Discharge for
radiator

12. Cable Trench
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